
TESTING FOR PEASE PFAS RESULTS

TAP WATER SAMPLES
SAMPLES COLLECTED: JULY 20, 2020 

Per- and Poly-Fluorinated Compounds

concentrations in part per trillion (ppt)

PFAS

NHDES MCL

Maximum 

Contaminant 

Level

BANFIELD DONDERO LIBRARY SPINNAKER RDL MDL

Perfluorobutanoic acid (PFBA) no MCL 1.4 J 1.6 J 0.67 J 2.0 0.45

Perfluoropentanoic Acid (PFPeA) no MCL 1.7 J 1.3 J 0.82 J 0.93 J 2.0 0.48

Perfluorohexanoic Acid (PFHxA) no MCL 1.6 J 1.4 J 1.0 J 0.92 J 2.0 0.26

Perfluoroheptanoic Acid (PFHpA) no MCL 0.95 J 0.92 J 0.59 J 0.67 J 2.0 0.37

Perfluorooctanoic Acid (PFOA) 12 2.5 2.4 1.6 J 1.6 J 2.0 0.23

Perfluorononanoic Acid (PFNA) 11 2.0 0.48

Perfluorodecanoic Acid (PFDA) no MCL 2.0 0.18

Perfluoroundecanoic Acid (PFUnA) no MCL 2.0 0.38

Perfluorododecanoic Acid (PFDoA) no MCL 2.0 0.25

Perfluorotridecanoic Acid no MCL 2.0 0.3

Perfluorotetradecanoic Acid no MCL 2.0 0.16

Perfluorobutanesulfonic acid (PFBS) no MCL 3.0 2.5 0.78 J 0.76 J 2.0 0.37

Perfluoropentanesulfonic acid no MCL 2.0 0.28

Perfluorohexanesulfonic acid (PFHxS) 18 1.5 J 0.86 J 2.0 0.33

Perfluoroheptanesulfonic acid no MCL 2.0 0.63

Perfluorooctanesulfonic acid (PFOS) 15 1.8 J 1.5 J 0.78 J 2.0 0.43

Perfluorononanesulfonic acid no MCL 2.0 0.55

Perfluorodecanesulfonic acid (PFDS) no MCL 2.0 0.36

Perfluorooctane Sulfonamide (PFOSA) no MCL 4.0 0.31

EtFOSAA no MCL 4.0 1.4

MeFOSAA no MCL 4.0 1.2

4:2 Fluorotelomer sulfonic acid no MCL 4.0 0.69

6:2 Fluorotelomer sulfonic acid no MCL 4.0 0.59

8:2 Fluorotelomer sulfonic acid no MCL 4.0 0.75

Hexafluoropropyleneoxide dimer acid no MCL 4.0 0.85

4,8-Dioxa-3H-perfluorononanoic acid no MCL 4.0 0.31

9Cl-PF3ONS (F-53B Major) no MCL 4.0 0.56

11Cl-PF3OUdS (F-53B Minor) no MCL 4.0 0.52

Notes:

all values are parts per trillion (ppt)

RDL = Reportable Detection Limit

MDL = Method Detection Limit

Blank cell = compound was not detected above the method detection limit (MDL)

Result above the RDL

J = Estimated concentration between the MDL and RDL


